
AEDG Implementation Recommendations: Noise Control

The Advanced Energy Design Guide (AEDG) seeks to achieve 30 percent savings over Standard 90.1-1999. This
guide focuses on improvements to small office buildings, less than 20,000 square feet. The recommendations below
are adapted from the implementation section of the guide, and should be used in cooperation with the whole
document.* The full design guide is available from the ASHRAE website, Advanced Energy Design Guide for Small
Office Buildings .

Noise Control

Acoustical requirements may necessitate attenuation of the supply and/or return air, but the impact on fan energy
consumption should also be considered and, if possible, compensated for in other duct or fan components. Acoustical
concerns may be particularly critical in short, direct runs of ductwork between the fan and supply or return outlet.

Avoid installation of the air-conditioning or heat pump units above occupied spaces. Consider locations above less
critical spaces such as storage areas, toilet rooms, corridors, etc.

Page 1 of 2http://resourcecenter.pnl.gov/cocoon/morf/ResourceCenter

/cocoon/morf/load_external_article/?link_url=http://www.ashrae.org/publications/page/1604
/cocoon/morf/load_external_article/?link_url=http://www.ashrae.org/publications/page/1604


* ASHRAE AEDG Reference and link Copyright, 2004, American Society of Heating, Refrigerating and Air-Conditioning
Engineers , Atlanta, GA. Advanced Energy Design Guide for Small Office Buildings . Reproduced with permission. All

rights reserved.
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